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Net Zero - What this means

• No burning of fossil fuels (gas, oil, LPG, coal) to provide 
heat and hot water to our buildings.

• No burning of fossil fuels (petrol, diesel, LPG) in our 
transport.

• Efficient use of electricity
• Generation of energy on site where practical

• Electricity is clean future energy source 



This Can be Done!



Typical Strategy

• Understand usage and heat only for conservation or 
comfort

• Reduce draughts (ventilation is controlled)
• Insulate where possible, appropriate and useful
• Reduce electrical demand (LED lighting, efficient 

appliances)
• Consider PV where possible
• Electrify Hot Water generation
• Decarbonise heating



Decarbonising Heating and Hot 
Water - Key Technologies
Decarbonised Heat & Hot Water
 - Heat Pumps (Ground, Air-to Air and Air-to- 
  Water Source)
 - Direct electric heating
 - Electric hot water (centralised or point of use)

 



Heat Pumps – many flavours!

sCOP Install Cost per 
kW

Air to Air 4.0 £850

Air to Water (50°C) 3.0 £1250

Air to Water (75°C) 2.0 £2,000

Ground Source 3.5 £2,500

Water Source 3.5 £2,000



Ground / Water Source

• Deep piles or long 
trenches to extract heat 
from ground – can be 
open or closed loop

• Units in plant room to 
compress heat from 
ground water loop and 
put it into building]

• Works well with 
underfloor or large 
radiators.

• sCOP of around 3.5
• Needs insulated building



Air to Water
• Extracts heat from outside 

air, compress it and puts it 
directly into water to 
circulate through heating 
system – around 50°C

• Need good flow rates 
around heating system so 
not suitable for small bore 
pipework or single pipe 
system

• Minimal internal plant
• sCOP around 3.0
• Need large radiators or 

underfloor – not suitable 
for most fan convectors

• Needs insulated building



Underfloor Heating and Insulation



High Temp Air to Water

• Air to Water system with 
two parts, initial air to 
water goes into internal 
unit for a second water to 
water cycle.

• Produces flow temps up 
to 75°C

• sCOP around 2.0
• Needs internal and 

external space
• Easier to integrate with 

existing radiator systems – 
can use existing radiators



Air to Air
• Extracts heat from air, 

heat is compressed and 
put into a refrigerant gas 
at the external unit

• Heated refrigerant gas run 
to internal units (floor, wall 
ceiling) and blown into 
room.

• sCOP of around 4.0
• Can also cool – useful for 

heatwaves!
• Rapid warm up of around 

20 mins



Air to Air Internal Units 



Air to Air Internal Units



Ducted Air Conditioning



External Unit Locations



Boiler Upgrade Scheme and VAT

Boiler Upgrade Scheme 
(BUS)
All buildings (not new build)
• Small systems (45kW (or 

70kW for multi heat 
pump system)

• Air to Water/Ground and 
Water Source only 

• (Air to Air is residential 
only - £2.5k)

• £7,500 grant

VAT Notice 708/6
Charitable Non-Business
• Zero rated VAT for:

• Heat Pumps (air to air, air to 
water, ground source)

• PVs and battery storage
• Insulation and draught 

stripping
• Controls
• Smart Diverters

• Only until 1st April 2027 
(then 5%)

• Also … only 5% VAT and no 
CCL on Energy Bills!

Lobby for Air to Air to be expanded to 3rd sector buildings



Underpew

• List B item from 1st July 
under Victorian or later 
pews



Near Infrared



Far Infrared Chandeliers



Far Infra Red



Far Infra Red



Medium Wave Infrared



Heated Seat Cushions and Mats



Heating – Rough Guide
sCOP Ratio gas 

and elec 
cost (old)

Ratio gas 
and elec 
cost (new)

Install 
Cost per 

kW

Air to Air 4.0 5 3 £850 External and Internal fan units. 
Insulation beneficial but not 

critical

Air to Water 
(50°C)

3.0 5 3 £1250 External fan unit, internal 
radiators. Insulation critical

Air to Water 
(75°C)

2.0 5 3 £1,800 External fan units, internal 
radiators and tank. Insulation 

highly advisable

Ground Source 3.5 5 3 £1,750 Massive external ground works, 
internal radiators and heat 

pump. Insulation critical

Water Source 3.8 5 3 £1,400 Licenced connection to near by 
water source, trenching, 

internal rads, insulation critical

Under Pew 1 N/A N/A £500 Need pews! Careful cable 
routes but low impact. 

Insulation not important

Overhead 1 N/A N/A £300-
£900

Very visual, ideal 3m mounting 
height. Careful cable routes. 

Insulation not important



Heating – Likely Application

Heat Up Comfort Pros Cons Most likely 
solution

Air to Air Around 
30mins from 

cool

Generally very good Quick, efficient 
and cost 
effective

Fan noise
Heat from cold, 

large units

Well used 
church but 

not constant 
use

Air to 
Water 
(50°C)

Days – 
needs to be 

on 24/7

Very good if on 24/7 
with UFH – very 
challenging if not

Good with UFH, 
established

Expensive, needs 
to be on 24/7

Daily used 
church

Air to 
Water 
(75°C)

Same as 
boilers – 4 to 

8 hours?

Depends on 
radiators!

Works with 
existing. New 
tech

Very expensive Ad hoc 
situations 

(cathedrals?)

Ground 
Source

Days – 
needs to be 

on 24/7

Very good if on 24/7 
with UFH – very 
challenging if not

More efficient Very challenging 
ground works

Almost none!

Water 
Source

Days – 
needs to be 

on 24/7

Very good if on 24/7 
with UFH – very 
challenging if not

Higher 
efficiency, good 
with UFH.

Limited 
applicability

Licencing

Very, very, 
very, few!

Under 
Pew

20mins Good when in pews Minimal impact, 
heat where you 
need it

Does not heat all 
areas

Sunday used 
churches with 

pews

Overhead 10mins / 
instant

Very mixed – hot 
head, cold feet. Not 
pleasant for long 
time.

Can heat un-
pewed spaces

Sunday used 
churches 

without pews



Q&A

Matt Fulford
matt@inspiredefficiency.co.uk
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